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CITY_COUNCIL

Dennis Watz, Moyof’

Mark Dalton, Ward | Alderman
T.J. Carey, Ward |l Alderman

CITY ADMINISTRATOR
| J.T. Hardy

CITY ENGINEERING DEPARTMENT
Robert Schaffer, P.E., City Engineer
CITY BUILDING DEPARTMENT

Dan King, Code Administrator

CITY STREET DEPARTMENT
Larry Cuneio, Street Commissioner

CITY WATER & SEWER DEPARTMENT
Kent Koch, Water & Sewer Commissioner
CITY ELECTRIC DEPARTMENT

- Joe Thurmond, Electric Commissioner

CITY PARKS & RECREATION DEPARTMENT
David Wall, Parks Director

MISSOURI NATURAL GAS CO.

MOGAS PIPELINE, LLC
CHARTER CABLE TELEVISION

FIDELITY TELEPHONE CO.

Tony Wessler, Ward | Alderman

Jason Alexander, Ward |l Alderman
Paul McCulloch, Ward Il Alderman
Bobby Maupin, Ward lll Alderman
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DESIGN DESIGNATION

FUCTIONAL CLASSIFICATION = NA

AD.T. 2017 = NA

DESIGN SPEED = NA

% TRUCKS = NA

'LENGTH OF PROJECT

NET LENGTH OF PROJECT = 2,026.39 L.F. +/-

DESCRIPTION .. SHEETNO,
TIMEBHERT . ... il
PLAN ....... | ‘
- PROFILE
DETAILS

R s e R E T R EER]

FREREE R EAH AR EEA WG R A R R A e e R R R e

R R R R R R R R

FINGTON :
cl ELEMENTARY
-l?gpzr :scgaal. '

Hs AVE.
MILLER ST,

RAMSEY

Y AN &
» e e 3 i
s s
g . ;
‘“ TN N 4 ,:3\ i : : :
. : PN q ‘ . .L‘L.%
HUGHES FORD RU. i y PN e o :
i [ i 3B N <
A — 4 N
| McEADDEN | OON N |
J e o - A 4\ B e e R ¢
‘ < N R
I S AN -
> NV T N \\vs
N o A A %, &, %,
;‘0 P % { X R -
p " '
L, y
; ) ’ 3 . A
e o
e o
, . ) ;
p

[
SELBY AVE. = :
&
=
B
-

—

S. MANSION AVE.

CALL 2 WORKING DAYS

BEFORE

: TOLL FREE
1-800-DIG—RITE OR 811
; (344-7483)

PROJECT: FOR: .

you DIG

LT

CRCIARD ST

SPARK ST

A OPINCTON BRIDCE RO
[ H ¥

HOSPITAL

HE

P
R or RAD.

282-4916

iLL DR.

PROJECT LOCATION MAP

W/

MISSOURI ONE CALL SYSTEM, INC.)

HORIZ.
1.D.
LF

LH

LR
MAX.
MH
MIN.
MJ
NO.

VMT.

REINF.
SAN.
SHT
STRUC.
T.B.R.
U.l.P.
VERT.

ELEV. or
- EX

EL.

210 W. WASHINGTON
SULLIVAN, MO. 63080
| PH: 573-468-8965

FAX: B73—468-8964
www.sullivan:mo.us

B3 sullivanmissouri
ke ecityofsullivan.

DRAWN BY:

DG

~ CHECKED BY:

~ DATE:

. 10/02/2017

~ SCALE:
2

TITLE SHEET

/MISSOURI

4 V‘al‘ulef‘s and Tradition — Vision and 'Progress

i

PROJECT No.
16010

FILE:

 16010T1

or

SHEET

4

1 |

SHEETS ,




 IINOSSIA

€

1404 193P08d

pup senjop

55046044 PUD UOISIA — UONIPDIL

1BBODSSINA

UDALINSJOA1100 =F

RS
DATE:

NOV. 22, 2017

$968—89Y—C/G XVd
G968-8B9Y—€LS Hd
08059 OW ‘NVAITINS
 NOLONIHSYM "M 012

NYATINS

CHECKED BY:
_ HFRwater loop

5

~\:\ L'*.;‘a 3
NA A8
\'\ \ \‘:‘N

X

“x ’\\x“&'x\

Pt
X fbwa S"S

X

o
B

LINE

EXISTING 8

WATER

ROPOSED 8"
| GATE VALVE

P
\, PROPOSED 8

[/ [ GATE VALVE

e i

T

"~ GATE, VALVE~

RE HYDRANT

OPOSED 8xEx6 TEE
“IWITH 6" GATE VALVE

|

!

 PROPOSED 8"
- GATE-VALVE-

~ “PROP
“AND F,

o

WITH 6"/ GATE VALVE/ ,
~ AND FIRE HYDRANT 7 ;

i i e i e i,

e s e i A i, P

PRIRpUTGE SRR




55916044 PUD UOISIA — UOIIIPDIL PUD S3NIDA .

"

[¥NO0SSIN

, E " Y - - o . - , 1 ; , UBAIINS10A1IDD
< - 4 e ‘ - ‘ , o , e , ‘ , & Q unossiuupatins FY
= 3 =, : ; 5 , s : = . : " 5 , " - — , ; i ; ,, , L | 3 ° ,; . , WD-OE.GU)’K..‘.—W.;,;; ,

o

e

CHECKED BY:
RS
DATE
SCALE:

AS SHOWN
16010
FILE

PROJECT No.

e $968-89v—C/G XV4
ISNOSSIN “NVAITINS ceuoh Fib e

; : . , n..__OOJ mm._..{; Q(Om Qmo..uw wMIODI L , : o ! , 080£9 "OW ‘NYAITINS

NOLONIHSYM ‘M 01T
- 04 103r0¥d ; :

TORAWN BY:
SEPT. 29, 2017
HFRwater loop

. REVISIONS

PROPOSED 8"

/T GATE VALVE

EXISTING 8
/" WATER LINE

‘ {790
iS/TING | ’

WATER LINE

800

©
il
ek
M.MA
o

1E IN TO E

e

STA. 0400

.

l¢]

g

WATER LIN

MIN. DERTH

INSTALL 8" €=
PV
@ #2"

gore

16+00

_STA |14+00

PROPOSHD 87
GATE VALVE

13+00

0'l58

A%

X

L'vG8

77558
/ |

12+00

/ , , 1/G8

\ : v 868

1098
/

/ b 0198

\\ \\ , 6198

ct98

11+00

900_/

RVC WATER LINE

9798

5998
/ \\ 3595

\\\\ 0°0/8
L 1

— \\ , vZ/8

e \\\\\ | 856/8

/ , 90/8

/ \\\\ | c g088
/ ¢ “v\ , | mem
“\ \\ , | | e | | foo | | 0788

0688

@ 42" MIN: DEPTH

INSTALL 8" C}-

10+00

9+00

8+00

SED FIRE HIYDRANT

, : | , , : 0788

c'068

GATE VALVE

STA. 7400

PROI
w/

-

7+00

, I , 1168
/

£768
/| i | |

0568

o | | | | | | 7768

J \ ; 8568

6+00

| | ; Sv68
| | | | |

; I | | , | | | | ; 0C68

| , | TC65

5+00

7 ; 6668

| | | 7060 .

CL68

/868

4+00

6668

0’106

506

£ v06

3+00

£°906

0016

L w“mmvn/ ; ; o | | , | | | - 6016
i o | | | | | o | 0GI6 _

o/

EXISTING
GRADE

E
PTH

L6

‘J] .

o

e
2400

TALL 8" £-490

INS
ooy

C WATER LI
42" MIN, D

L'1z6

" 0%26
0926
1 , ,‘ _ po : :M - 1%

0056 i

1400

S S ; ~ [ oese

966

TO [EXISTING

8" WATER| LINE
0400

0856

L
STA. 0+00

TIE N

TER LINE

940
EV):iSﬂNG 8"

930
920 {—
910
900
890
880
870
860
850
840
830
820

810
800
790




N\ L

D 5 | B | ¢ e | F ] 6 | H | | J
6" & | 2’.—.8” T,MG" 2’“0” 12” 12”' 3’*‘-0" 2;‘"0’, ' 2’“0,’ 12})
SMALLER | |
3 8]"' & 10,’ '6’%8” 2,.....6" 4,’-‘0’1 2,__0" 2’“—.0,7‘ 4,”0” 3’_01’ | 3’WQ” 18”
,12,’ : '8,._'"0” 3’—».0” 4_’-._,-6“ 2’«6” 2’w3” 4.’-‘“0” B)MO” 3”.'.0" 18”

NOTE: DIMENSIONS BASED ON 150 PS| TEST RESSURE
BEARING CAPACITY OF SOIL.

& 1000 LBS./ FT.
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- CARRY CONCRETE TO
UNEXCAVATED GROUND

THRUST BLOCK

_SECTION Y=Y

CARSONITE MARKER (SEE PLAN VIEW
SHEETS #1—-6 FOR LOCATIONS), USE
~ TUFF—FLEX CARSONITE POST WITH
UNDERGROUND WATERLINE NOTED ON
'ONE SIDE OF THE POST, COLOR TO
BE BLUE & LENGTH TO BE 6'-6”,

~ BY CARSONITE INTERNATIONAL,
605 BOB GIFFORD BLVD,
EARLY BRANCH, SC 29916

PHONE: (800) 648-7916

FAX: (BO3) 943-3375

TRACER WIRE - #12 SOLID
COPPER INSULATED 600 VOLT
DUCT TAPE TO WATER MAIN

- PIPE D
SIZE MIN.

6” 4“

8” 7;!!
12" 15"

FOR VERT. 1/8 & 1/16 BENDS

SNAKEPIT MAGNETIZED TRACER BOX, USE CONCRETE/DRIVEWAY
BOX, LID TO BE BLUE (POTABLE WATER), BY COPPERHEAD
INDUSTRIES, LLC, P.O. BOX 1081, MONTICELLO, MN 55362
PHONE: 1-877—726-5644, FAX: 1~763-271-3694

IFIN PAVED AREA OR DRIVING AREA USE
I'X3'X18” THICK CONCRETE SLAB W/ (3)
#5 BARS EACH WAY; IN GRASS AREAS USE
2'X2'X6" THICK CONCRETE SLAB W/

s

SETTLEMENT

SNAKEPIT TRACER BOX &
CARSONITE_MARKER DETAIL
NOT TO SCALE

/(5) #5 BARS EACH WAY
; A 7N
bt

FULL DEPTH 1" CLEAN AT
ALL SNAKEPITS TO PREVENT

SUBMIT SHOP DRAWINGS OF WIRE

SPLICE DEVICES TO CITY OF

SULLIVAN PRIOR TO ORDERING ANY
~MATERIAL
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CARRY CONCRETE TO
UNEXCAVATED GROUND

SECTION Y=Y SECTION X=X
THRUST BLOCK FOR | o THRUST BLOCK FOR TEES & HORIZ. BENDS

_CAPS OR PLUGS

THRUST BLOCK DETAILS

NO SCALE

t:’: CU. FT. CONC.

CONC. SUPPORT

3 CU. FT. CONC:

GATE VALVE INSTALLATION

ON PLASTIC LINE
NOT TO SCALE

FLUSHING ASSEMBLY
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e - 8"¢ X 2" SADDLE
THEHELN S N\ _—8"6 PVC WATER MAIN
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FIRE HYDRANT INSTALLATION
NOT TO SCALE

DETECTABLE REINFORCED MARKING TAPE THE MARKING TAPE SHALL BE CONSTRUCTED

NOTE:

FOR PVC PIPE, SET SCREW RETAINER GLANDS MAY BE
USED IN LIEU OF CONCRETE THRUST BLOCKS. '
USE MECHANICAL JOINT DUCTILE FITTINGS WITH A

MEGA—LUG RETAINER GLAND OR APPROVED EQUAL.
ALL SIZES ABOVE 12" CONCRETE THRUST BLOCKS

SHALL NOT BE USED. USE ON PVC SECTIONS

FOR A DISTANCE EACH WAY FROM THE FITTING

OR DEAD END AS FOLLOWS:

\ i  REVISIONS

4" & 6" 5’ 5’ 10’ 20’

SIZE ‘FTG" TPE N 1e | 221 | 45 TEES / DEAD ENDS

8" & 10" 10" | 10’ 20’ 30’

0 0
N

12" & 14" 20° | 40’ | 60" | 80"

NOTE: IF REQUIRED LENGTH FALLS IN BETWEEN FTGS., EXTEND

TO NEXT JOINT. THE ABOVE TABLE ALSO APPLIES TO
DUCTILE IRON PIPE WITH RESTRAINED JOINTS. '

BACK OF CURB

MdJ FIRE HYDRANT
6" MJ GATE VALVE

6" x 90° MJ ANCHORING

’I'Z#QOF 33\0* ,
l"’”umﬂ“\ ‘

BEND OR 6" ANCHORING PIPE
AS REQUIRED.

- MJ TEE

PROJECT FOR:
~ SULLIVAN, MISSOURI

MJ ANCHORING
PIPE
WATER MaN > 9 T

THRUST BLOCK

HYDRANT BURY -LINE

HUGHES FORD ROAD WATER LOOP
MISCELLANEOUS WATER DETAILS

1/2" EXPANSION

FINISHED GRADE o MATERIAL

12" MIN.

ROOFING FELT OF ?
FILTER FABRIC

SET HYDRANT ON

ran , 1'~6" 8Q. x 6"
YD. OF 3/4” GRANAULAR ' CONCRETE BASE

FILL AROUND BASE OF HYDRANT

FIRE HYDRANT INSTALLATION
NOT TO SCALE |

VARIES COMPACTED

BACKFILL

, — WATER LINE
12” , :
l

OF 6" WIDE ALUMINUM FOIL CORE WHICH IS DETECTABLE BOTH INDUCTIVELY AND CONDUCTIVELY. NOMINAL ELECTRIC cowouyr/<0 TRAGRR S

THICKNESS SHALL BE 8 MILS. THE TAPE SHALL BE SAFETY BROWN WITH CONTRASTING PERMANENT INK AND
IMPRINTED "CAUTION — FORCE MAIN BURIED BELOW”. THE IMPRINT SHALL REPEAT ITSELF FOR THE ENTIRE
LENGTH OF THE TAPE. TERMI—FOIL SPLICE STRIPS SHALL BE PROVIDED TO ALLOW CONDUCTIVELY ENERGIZING TREN
THE TAPE. THE IDENTIFIER RIBBON SHALL BE THORTEC AS MANUFACTURED BY THOR ENTERPRISES, INC. OF ,

SUN PRARIE, WISCONSIN (PHONE NO. 1-800-872-8467) OR AN APPROVED EQUAL.

LOCATOR WIRE  THE LOCATOR WIRE SHALL BE NO. 12 BARE COPPER WIRE AND THE WIRE

SHALL BE INSTALLED CONTINUOUSLY BENEATH ALL FORCE MAIN PIPE AS SHOWN ON THE
MISCELLANEOUS DETAILS. : ‘

- . — ST

i ~ CONCRETE COLLAR
. 0 PSI M. 28 DAY
| COMPRESSIVE STRENGTH)
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